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BASE MAINT. OFFICER CERTIFICATE ISSUED YES Z NO
CA P LE.JEUNF., N. C,,. To

NAVFACENGCOM ,s..o,L,. ,NS.TOR

BOItER DATA
3. MANUFACTURER

4. PROPERTY NO." S. MFG. SERIAl. NO. . MFG. MODEL NO.

9. CAPACITY

OPERATING TEST

I,. RESON FOR NOT SS,NG’CERTIFICATE

BOILER

"C’OMBOS%ON

% COz EXCESS AFTER BOILER *F AFTER HEAT TRAP "F

SAFETY DEVICES
SAFETY VALVES

2 MANUFACTURER

STEAM PRESSURE GAUGE
MANUFACTURER 26 CORRECTIONS

WATE;R LE CONSTANT pii: OTH ER

FIRING EQUIPMENT
)TEM

2B. MANUFACTURER

30 fUEl- GRADE

SERVICE





mc ]] .. DATE BCEIVED: 1127187 -SIPPIFK}DATE: K. OP 3130/87

4II : Camp Lej e=e

-0 Bld. LCH-4014

stmmrrAL R’D: 2 SEtS cy.mnvn []

9

SO[Gin: rac o. 3-5.6-306-S15-M
OmAL .. 54 OUTPUT 1800
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)
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No pressnetrols or jctic
box.

(]C@LEXI.D BY: DATE

SALES: JER 1/27/87
ENG: ALS 1129/87
SED: TJR 1/29/87
PtC: \

BOILER RD MEET qE DLLOWING OODt: U.L. LABEL B []

FmZ nrEr [] w/mz 0
(s) (L)

( PI

flEVISICtS





>LAHPPOVED
[] APPROVED AS NOTED

FORM H-2 MANUFACTURERS DATA REPORT FOR ALL TYPES OF UINAPPROVED
EXCEPT WATERTUBE AND THOSE MADE OF CAST IRON .-’1 REVISE & SUBMIT

As Required by the Pro,$(ons of the ASME Code Rule= KINSTON PLUMBING & HEATIN(

1. Manulectureaandcert,hedby.SUPERIOR BOILER WORKS, INC.. ;.._24..E.:_T_J:_HU’r’CHINSUN; I.S 67501

2. aanulacIureafor KINSTON PLUMBING & HEATING;P.O.BOX 637;KINSTON NC 28502-0637

3. Locatlonolinstallation PL,RINE CORPS BASE, BLDG. LCH-4014, CAHP LEJEUNE, NC 28542

4. Un,tident,hcat,on FIREBOX 9993 9993 1987
(omplele bode(. Supehele. |m1’$ serial

5. The chemical end phys(ca! propert(es of all parts meet Ihe requirements o! material speciliCalions_of_t_he ASME BOILER AND PRESSURE
VESSEL CODE. The design, conslruction and workmanship conform to ASME Code. Section IV. 19=_

(yeat’t

6. Shells or drums:_ 1 SA285C .312" 44-5/8" 71%"
(0 (mal’l splc gl (IhlOknlii (in)) (din (I O )) (lenglh (ovelaq)) (dl& (I D.)) (nglh IOvIIillj). Jo,nts .LDED 8570 NONE l

s. No. SA178A  T IGHT 2" -1/8"

,o H== SA516-70 .875" FT

I. Furnace:

12 Staybolts:

13 Stays or braces:

(a) FH, above IuOes

(b) R H above hJbes

(Cl F.H. below tube5

(e) Through stays SA36 .S_T__R_._ (5) 3/-- --9)’--.

SA285C 1’__I___1/9’C 46%" 46%" PIN s,,m,. WELDED
,," ,. w ,,.,...., ,.o ,...,o.o. w.;;;;.,...o,., . ,p,.,.. =,..,..,Li "’,,--
46 3/4" SA36 NONE .4418" 9"

U I0 Shell Sleye

-1930 30
30

14.

4. Cont. in Remarks
15 Nozzles. inspecton and salary valve openings:

linlOI. Oullel. Or4on. N IZI Tvpe

Manhole

Inlet --[’ -CL

cee.

O,,erpartsl INNER TUBESHEET 2._ S.

__
& SIDENALLS__3

,. SA516- 70 .875" 30 PSI
2 SA285C .312" 3O--PSI
3. _.S_A285__C__ .312" 30 PSi

16. Boiler suppOrts:

17 Des=gn pressure

(6/83)

WATERLEG BASE

1
(nO

30 Based on

Allached

WELDED
W LD-Eb-

WELDED

Nom

SAID5

NA NA NA

238"

STEEL.. _S_K_]: _D__ _BA_S_E

SAI05
-sAT05-

.368"

MiJ’I

NA
NA

368" NA
SAI05 238" NA

WELDED
(allii(:hmen| (bOllld weldedII

Loclllon

SHELL

SHELL

SHELL
2S_HE_e

HG301 He,,,,gs.,,ae_._306 SQ.FT. Shophydro. t,st 610
Th*s form (EO010t) rely be Obtained from the Order Oepl., ASME, 345 E. 47th St.. New York. N.Y. 10017



FOHM H-2 (Back)

Remllkl: Manufaclurers’ Partial Dala Reports properly idntihed and signed by Commissioned Inspectors have been furnlshe0, fo the

following ilems of this report: -----

CERTIFICATE OF SHOP COMPLIANCE

We certify that the slalemenls made in this data report are correct and Ihal all delalls ol design, material, construction, and workmanship of

this boiler conlom !o Ihu ASME BOILER AND PRESSURE VESSEL CODE. SECTION IV.

,.." Ce,,,l,ca,e ol *o,,o,,a,,on no -----:Y._O_/ exp,,es _C_H . ,9.0% . / / j , .
Dale /?7 Name SUPKROR.B0gR. RORKS. INC=. S,gned,

(by-,.pt.senla,,.o)
CERTIFICATE OF SHOP INSPECTION

I, lhe uide|slgre|l,)old.J val(l commission ssued l)y lhe Nonal Bored ol Boiler and Pressure Vessel Inspectors and/or the slate

of ttARTFO, CT have inspected paris ol Ih=:; Doiler relered to as data =terns

and stale that, to the besl ol my knowledge and behel, the manulaclurer has conslruCleO this boiler =n accordance wlh the applicable sec-

lions ol Ine ASME BOILER AND PRESSURE VESSEL CODE.

By sgn=ng in=s cerl=hcale ne=lher Ihe mspeclor no his employer makes any warranty, exwessed or =mphed, Concerning the boder described

m Ih,s Manulaclurers’ Dala Report. Furthermore, neither Ihe =nspeclor nor his employer shall be hable =n any manner for any personal injury or

CERTIFICATE OF FIELD ASSEMBLY COMPLIANCE

We certify Ihal Ihe helcl assemtHy c)nstruclion of all paris of Ihs boiler conlorms with the requlremunls ol SECTION IV of the ASME BOILER

AND PRESSUHE VESSEL CODE.

"H" Cerlihcate of AulhOflZalon no expires 19.

Dale Name Signed

CERTIFICATE OF FIELD ASSEMBLY INSPECTION

I, the undersigned, holding a valid commission issued by the National Board o! Boiler and Pressure Vessel Inspectors and/or the state

or province of and employed by .........................................................
ol have compared slalemenls in Ibis Manulaclurers’ Data

Report with the described boiler and stale that the parts referred to as data items not in-

cluded in the cerllhcale ol shop mspecllon, have been inspected by me and thai Io Ihe besl ol my knowledge and beliel the manufacturer

and/or the assemblm has conslrucled and assembled this boiler in accordance wllh the apphcable seclions ol the ASME BOILER AND

PRESSURE VESSEL CODE. The described boiler was inspected and sublected to a hydrostatic test of__ psi.

By signing this cerl,hcale neither the inspector nor his employer makes any warranty, expressed or implied, concerning the boiler described

m this Manulacturers’ Data Report. Furthermore, nellher the Inspector nor his employer Shall be liable in any manner for any personal ijury or

properly damage or a less of any k,nd arising from or connecled wdh Ibis inspect=on

Date Signed Commissions



BOILER IIiSPECTIOi! CHECK LIST

LOCAT!0,.’!





FIRING
FUIIqNT

FIRING UIPN[NT
IMNUFACTURER
PIIOP(ilIT NO,

?

AUTOMATIC

SEIdl UJTOMATI
UGNUN.

PRESSURE (peie)

OlNT[I IN, AIR HTFJI

M "LD’D 1-1

FUEL i FIRING F.QUIIq4(IIT III SERVICE

USE

1 ,iTHRACIT[

DESIGN

NSTL[D

EXPORT

(I.. POII:R GNERATiON

LAID UP WET

LAID UP DRY

CPACIIY

HP

LB./HR

EDR

BTUIHR,

ALT_H_T[ FUEL

PliOll/C(|

STEAM

LOW TEMP. WATED

NIGH TEId. WATER

NATUflAI.

FORC[D

FIRIH ru IBIT

TRAVFJ.ING GATE ell |uIeEEI

CHAIN GRAT[ ] MEOIAIICA..

GAS RING AIR ATOMIZD .’..:
Vi’TIJRI "rfP, ROTARY aJP



SA’T" VALVES / ’r".!:..
STEAM OUTLET VALVES / j"i.....’...’..:’.’’:
,Low.o,’,: VARY, ,, ..........’,i’"!:?:

FEEDWAT(R VALVES .’.’

WAT(R COLUMN

F((DWAT(R R(GULATOR

WATER GAGES

STEAM GAG(S

SOOT BLOWERS

IMNUFAC’IURER PRESSUR( CL$SETrlN6 RANGE



Rated Input MBH GPH# ._ Oil
BURNER: Mod < .-C9

COMBUSTION TESTS:
GAS OIL

DFT: erftre J

I Orme/zze I I {!

PP: DIsch-PSI Ct J

OIL TP-De. F-Iet

DAMPER: Unit-enBreechi
Barometric Daer /@ Size
Seq. Draft Control "/

Dist. fromp So’ Vert. Lift I

COMBUSTION AIR IET:ze ,’L. 7"’

Form No. 1210





"[P)R/) AS NOTED
FORM H-2 MANUFACTURERS DATA REPORT FOR ALL TYPES OF U=Nr0APPROVED

EXCEPT wA’rERTUBE AND THOSE MADE OF CAST IRON .--i REVISE & SUBMIT
As Required by the Prov,slon$ of the ASME Code Rulez KINSTON PLUMBING & HEATING C

i. Man=I=ct,,,e, and cer,,I,ed by SUPERIOR BOILER WORKS, INC ;_3_5_2..4...E.:.4T_I H’CHINSUN, I
2. Manufacturedor KINSTON PLUMBING & HEATING P. O. BOX 637 KINSTON, NC 28502-0637

a Locaf,onof,ns*almfion NARINE CORPS BASE, BLDG. LCH-4014, C/IP LEJEUNE, NC 28542

9993 9993 1987
(mh’i sel,al iCON| (dlaw,nl tNaI’I Bd (lal built)

5. The chemical and physical properties of all paris meet Ihe requirements of material spec,licalions_ol_t_he ASME BOILER AND PRESSURE
VESSEL CODE. The design, construction and workmanship conform to ASME CoOe, Section IV. 17__

(yeW) (addenO (dalai) |Ca:le Case

6. Shells or drums: 1 SA285C .312" 44-5/8" 71"

z Jo n,s: LDED 85% NONE i

. ubesne,,: 12) $4.8.C 493’A Tube holes: 104 2. 025"
""’""" 40

m tU"=: No.AT8 STTGHT D,, 2"

o H=,s SA516-70 .875" FT

,,. F.,,.=,:_SA285C :’___I_:.)IL: ’/ 46k" PIN s.,:__M9P

, s.,o.. 46 314" SA36 NONE .4418:: 9" 30

13 Stays or braces:

(a) F H. above tuoes

(b) RH above tubes

(c) F H, below tubu

--i"{-R’."--;,0iubes SA36- STR--’_I._6)_]?4’
(---i,-,u-Q-%t,;---- --SA-6- _S__R_.._ (5) 11

,&l l+l(,, laJ Are lU lie MAWP
Slayed p$o

-1930 30

15

14. at.e, p=rts INNER TUBESHEET 2.. _.CROfl_SHEE & SIDEWAllS

i. SA516- 70 .8_7__’_’_____3_0__PS!__
2 SA285C .312" 30 PSI

4. Cont. in Remarks
NOZZles. *nspectIon anO safety valve openings:

Han.bole up___[9 3" x 4" Z 3"x4"

kSa fe.F--V.4-i-{}e

ID{X6-6 ___, 2"

How
Type Alll.hod

EIJ..IP NA

CPL. WELDED
CPL.

WELDED
WELDED

CPL.
CPL.

16. Boiler supports:____ 1

Nom
Mal’l Thlckno&$

NA NA

SA105 L. 368

SA105 |. 238

STEEL SKID BASE WELDED

3. WATERLEG BASE

M=I’I

NA

NA
NA
NA
NA

SHELL

SHELL

SHELL

17. Des,gnpressure 30

16/83)

InO llyPe (lld,"llll+ Ill01 lullS|| (allaLhmenl lllOltoO melOeO|)

Base. on HG301 Healmgsu,face_06. SQ.FT.. Shopbydro. leSt 0

Th*s to,v, (EOOl01) rely be Obllm,ed tram lhl Older [)tl#i., ASME, 345 E. 471h St.. NIw York. N.Y. 10017



FOHM H-2 (Buck)

18. Rem,l: Manufaclurers" Parllal Dale Reports properly iOentll0ed and s,gneO by Comm,ssioneO Inspeclors have been furnlshe0, for Ite .
following ilems of thin repor

_. 7..4_i SAi06B 18"ODL 8"e 379; 30--S i

CERTIFICATE OF SHOP COMPLIANCE

We certify thai the slale.,ents made m this data report are correct and thai all 0elads of 0eslgn, mater0al, construCt,on, and workmanship of

Ih,s bo,ler conlotm to Ihu ASME BOILER AND PRESSURE VESSEL CODE, SECTION IV.

"’H" Certtt,cate ot Authot,zat,on .o 39__6.7 exp.es t’...R__C_H 30 ,e..BS__._. , z . ...
Dale ..’7_,/.’7 N.,me SU_pERI_OR _._B01_L__ER..WORKS. !NC S,gned _z’,.,(’,.[;-

CERTIFICATE OF SHOP INSPECTION

I, the ulldels,gltu(J=)lt)ldlllg a valid COllllril$$ion ssued I)y tlu Nal,o.al Boa0(J of Boiler and Pressure Vessel Iiispuctors and/or the state

of H.A.RTFORD, CT K have ,nspecled parts ot II,; bo=ler referred to as data ,Ictus

__6 ..[.hpu_h. i._8_ a,,, have eammed M-.nutaclure,s" Parl,al Data Reporls lot 01eros

and state lhal, to the best of my knowleOge and bel,ef, lle manulacturer has construCled lh=s boiler in accordance wilh lhe apphcabm sec-

lions ol the ASME BOILER AND PRESSUFIE VESSEL CODE.
By slgnlng lh0s certlhcale ne,lher lhe ,nspector nor h0$ employer makes any warfanly, expressed or impliecl, concerning the boiler described

m thlS Manulacturers’ Data Report. Furthermore. ne0ther lhe inspeclor nor h,s employer shall be hable ,n any manner for any personal injury or

INal aO o*ncl endorsements| stall. I)lOv and no

CERTIFICATE OF FIELD ASSEMBLY COMPLIANCE

We certify that the I,eIo assemtly construct|on of all parts of th,s bo,ler conforms with Ihe requirements of SECTION IV of the ASME BOILER

AND PRESSURE VESSEL CODE
"H" Cerl0flcale of Aulhottzallon no. expires 19.
Date Name Signed

CERTIFICATE OF FIELD ASSEMBLY INSPECTION
I. the unders,gned, holding a valid commission =ssued by the Natio=al Board of Boiler and Pressure Vessel Inspectors and/or the state

or province of and employed by

0 have compmed slalemenls in this Manufacturers’ Data

Report wdh Ihe described bode| and Stale thai the paris referred to as Oala ,terns not in-

cluded m Ihe cerl,hcale ol shop =nspeclon, have been inspecled by me and thai to Ihe best of my knowledge and bel,el Ihe manufacturer

and/or Ihe assembler has construcled and esseml)leCl Ihs bo,ler in accordance w,lh IIe appl=cable sections of Ihe ASME BOILER AND

PRESSURE VESSEL CODE. The descr0bed bo,ler was inspecled and subjected to a hydrostatic lesl of psl.

By slOmng tl0s Cerldlcale nedher Ihe inspector nor has employer makes any wa.anty, expressed or 0mpl,ed. concerning the boiler 0escr0bed

in this Manutactmers’ Data Report, Furthermore, neither the Inspeclor nor h0s employer shall be hable m any manner for any personal injury or

poperly damage o; a Io.-s ol any kind a.sme horn o( connecled wdh Ihs mspecl0on.

Dale Signed Commissions



APPOED
FORM H-2 MANUFACTURERS OATA REI;ORT FOR

13 APPROVED AS NOTED
kLL TYPESFOVEOEXCEPT WATERTUBE AND THOSE MADE OF CAST IISE & SUMITAs Required.by the Provizion of the ASME Code RuleINTN PLIIMRIN & HTJG

,. M,n,fzcZureOanUce,,heO, SUPERIOR BOILER WOR.,_NC...Y
2. MaufacZreeo KINSTON PLBING & HEATING, P.O.BOX 637, KINSTON, NC 28502-06

3, Location ol,nsta.at,onMRINE CORgS

4. Unit identdicahon FIREBOX

BASE, BLDG. AS-3502, CAMP LEJEUNE, NC 28542
Indml 4nil ddchesl|

9994 9994 1987
Imlr’S Se#,al |CRN| Idliwmg 0) LNaI’I e(;I lo) tyi4 bulll)

5. The chemical and plys,cal propert,es of all parts meel Ine requremenls of malenal specilicalon_s___olthe ASME BOILER AND PRESSUREVESSEL CODE. The des,gn, construction and workmanship conlorm I0 ASME Code. Sect,on IV.....__
312" 31" 38%"

|lhlck.es$ (,n l) (ilia |1 O |) (lenglh (ove,alll) (d,a [I O )l (Ionglh (eali)l

1

Tube .oles: 47 2. 025"

9. ruZ)es: No._S.AI78A STRAIGHT O,a.. 2" 17 ’ &’- 3/411
Lengtll--3, 20 / R’* Gauge 13

10. Heads: 68.5C .687" FT

11. Furnace:_ SA285C .312" i 25-5/8" 20-3/8" 20-3/8" PIN Seams: LDED

,2 s,aybo,.28 /4" SA36 NONE .4418" 9" 30...............................Inu (l*e Idld )} (llidl ’,pi U (SeleJ (lellldle) (nil alia) IpllCh Ihor arid )) IMAWP sl))
13. Stays or braces

(a) FH above tubes

(b) R.H. aove tubes
-(C) FH.-below tubes
(d) R.H. below tubes SA36 STR. 3"

14. Othe, pa,tsl INNER TUBESHEET

I. SA285C .687" 30 PSI
_sA28_iC 312 [’___10_P_s I

z.___H____ SIDkALLS .3.__W.AT_ERLEG BASE
,-,.,".,,:,,.,,o.- oo-,..,,,.,,,,.,.i.,,,-) 4. BURNER TUBE

MAWM

3O
3O

3 SJ B[G 12 O PS [
4. SA53B 14"OD, 7"L, 375" 30""fC;’;-L..-.,.,,.,,.,:,o..,. MAw,,

15. Nozzles. ,nspechon anO safety valve opemngs:

ELEIP,

CPL.

HOw Nom

HA NA

WELDI’:D SAI05:’--:. ]2 7"
WELDED SAI05 238"

WELDED .._SA._].__0.__ 238"

16. Bo,er supports i STEEL SKID BASE WELDED

M41’I

NA

NA

-EHELL--

SIIELL
SHELL

In. IIyP IlOle$. IIS. luQsll lilllcnmenl |be*lid weldld))

tZ. Oesmgn pressure 30,,) Based on. ,ceHG301k.,.l, lwmu,W
Heahng sufface 75, ,,q’=,. ,,&,;;-FT" ShOp hydro, lesl%.,(.;;,

(6/83) Thzs fo(m (E00101) Sly l Obt&ined frown the Order Oept. ASME, 345 E. 4?(h St., New York, N.Y. 117



FORM H-2 (Back)

18. Remurks: Mafulaclurer’ Partial Date Reporls properly iOenl,llud and sig’md by Commissioned Inspectors have been furnlshb( for
following items ol Ih*s

CERTIFICATE OF SHOP COMPLIANCE
We cerllfy thai the Stalemenls mm:le in this dale report are correcl and Iha! all details ol design, material, construction, and workmanship of
Ibis boiler conlorm to Ihe ASME BOILER ANO PRESSURE VESSEL CODE, SECTION IV.
"H" C_e_rf,cate of Authorizal,on no 3967 expires ]t.RCH 30 19 88

CERTIFICATE OF SHOP INSPECTION
Boderconstructedby._..L_J.T0R BOILER WORKS, INC, __at__ HUTCHIHSOT, KS
I. the undersllled. !)oldin9 a .vdlid commission issued by the Nat|olal Board of Boiler alld Pressure Vessel Inspectors ald/or the state
or prov,,,ce ol lJ"nIL’’J-’. a,,d employed by H_ S_

_
[_ & [. CO

C __have respected parts of Ibis odet referred to as data items

otz B and have examined Manufacturers’ Patt,al Data Reports for ilems

and slale Ihal. to Ihe best ol my knowleOge and belief, the manulaclurer has conslrucleO Ih,s boder in accordance wilh the applicable sec-
hons ol the ASME BOILER ANO PRESSURE VESSEL COOE.
By signing ths Cerlhcate nedhef the inspector no hs employer mkes any wrranly, expressed or mpheO. concerning the boder described
in ths Manulacturefs’ Data Report. Furlhemore, nedher Ihe inspeclor nor hs employer shall be liable m any manner lot any personal injury or
property damage or i loss ol anyd alnom or nnecled with ihs insption.

(Aulhll ISl) (NaI’I Bd lilll eOlsemenls) Sidle. plov d

CERTIFICATE OF FIELD ASSEMBLY COMPLIANCE
We cerlify that Ihe field assembly construction of all paris ol this boiler conforms w,th Ihe requirements of SECTION IV of the ASME BOILER
ANO PRESSURE VES.’EL CODE.
"H" Certificate of Authorization no, exp,res 19.
Date Name Signed

CERTIFICATE OF FIELD ASSEMBLY INSPECTION
I, the undersigf)ed, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and/or the state
or province of and employed by

of have compared statements in this Manufacturers" Data
Report wllh Ihe described boiler and state thai the parts relerred to as data 0terns not 0n-

cluded in the Certolicate of shop 0nspection. have been.inspecled by me and Ihal Io Ihe best of my knowledge and belief the manufaclurer
and/or Iho assemOler has constructed and assembled this bo01er ,n accordance with the appl0cable sections of the ASME BOILER AND
PRESSURE VESSEL CODE. The described boiler was inspected and subiected to a hydrostatic test of_ psi.

By sngning this erlil0cale neither the inspeclor nor his employer makes any warranly, expressed or implied, concern0ng the booler descr0bed
on this Manufacturers" Data Report. Furthermore, neilher the inspector nc, his employer shall be 10able in any manner for any personal iniury or
property damago or a loss of any kind arising from or connected with Ihi$ inspection.

Date S,gned Commissions.
tAufrl*lH IrleI01 NII’I ed |0nCl ln(Ioslmenlll $110. pOV It O.



I, Manul’aclured and certified by SUPERIOR

::APPPOVE0
1:3 APPROVED AS NOTED

FORM H-2 MANUFAC;URERS DATA REPORT FOR ALL TYPES OF B)(0aPPROVED
EXCEPT WATERTUBE AND THOSE MADE OF CAST IRON.-I REVISE & SUBMIT

As Required by the Provisions of the ASME Code Rules KINSTON PLUMBING & HEATIN

BOILER WORKS, INC. ;3524 E.4TH;HUTCHINSON,KS 6750

2. Manufactured for KINSTON PLBG. &

;3. Locabon o! installation HARINE CORPS

4. Unit identi|icahon. FIREBOX

|,lma and address el manut,l;lul

HTC.__p_._...0..._B.OX 637L.KINSTON, NC 28502-0637

BASE, BLDG. #CG-I, CP LEJEUNE, NC 28542
(name a

9992 9992 1987
(mlr’l sir,# [CRN) Idrlw*ne .o) (Nal’l . .) ( lll)

5. The chemical and physical properl,es el all parts meet the requirements of material specifications of the ASME BOILER AND PRESSURE
VESSEL CODE The design, construction and workmansh,p conlorm to ASME Code. Section IV, 19 86

(yeaq (addemle (date)) (Code Case,. She.so, o,u,s._l_ __112f___ __!’_’____ 38"

8. Tubesheel: 375. .eo,.: 7 2. 025"

2" 17 "!3/4"

,o. HeaO,: 2_8.5 6.’_’. F__..

. s...:.28.._3/4" S36 NONg .4418" 9"

--i3h;;J
(b) R.H. above lubes

(c) F.H. below tubes

(0) RH. below tubes "36 STR. 9)3-/4’--9’-379
-SYR .88"Through

t4. Omerparlsl, INNER TUBESHEET

,. SA285C .687" 30 PSI,. a-n- 3o-PS i
3 SA2. C .312_ ,___ 07_PsI

Ipm h Ih,- ,rod vv,l 1)

4. SA53B .375"
15. Nozzles, inspection and safety valve

Handhole up to 3" x 4"

Manhole

Ou t le t i--

-Drain j__4

1,
(11o of Mlell COmMIeS)

Gauge 13

|ad,u’= OI dish)

WELDEDSeams:
(lyll(lli.lela, wekJed))

30
(MAWP’(pll)

Area I0 MAWP

130

2.__S.HEET & SIDEWALLS 3. W_ATE_RLEG BASE
(o,,.i d.,,,,,on do.. ,,., ,,n. a, 4. BURNER TUBE

16. Boder supports:

’11. Design pressure.

(6 83)

3O
PS,I

I
Ino

30 PS I
openings:

Huw

Allached

WELDED
-EILE
I-WELE-
WELDED

Nom
MII’I Th*ckne=l

NA NA

SAID5 --:327"

S10-5----3-27’--
SA105 --3’

Mai’l

NA

NA
NA
NA
NA

ELDEDS__T.EE_ _S._K_.Ip _BA__SE
llllacnmlnl (Oolli(I weldl

SHELL

SHELL

Based on .HG_3_.0__i_ Heatlng sudace _.75_l ..S_.Q_..FT s,op lydro, lest__ 60

"l’h=s Ior.t I00101) may I)e OI.tla*,,ud IIolt tile Ori.ier L]lUlll. ASME. 345 E 47th St.. Niw York. N.Y. 10017



.FORM H-2 (Back)
Rlm=,ds: Manufaclurers’ Partial Dala Reports properly identified and slgneO by Commissioned Inspectors have been furnished for the
following items of Ihis reporl:

CERTIFICATE OF SHOP COMPLIANCE
We cerl,|y Ihat the statemenls made in Ihls data reporl are correcl and that all (Jt|la,ls of design, malerlal, conslruction, and workmansrtlp o|

this boiler conform to the ASME BOILER AND PRESSURE VESSEL CODE, SECTION IV.
"H" C.ertlh;ate el Author,tat,on no .__7___ exp,res c.. 3-0-_.. t9.n I ,

CERTIFICATE OF SHOP INSPECTION
Boiler conslrucled by _...U_,._.T,.( ]QZLgQ IBC , HU5O._
I, the undersnedoldin a vlid commission issued bv the National Boa, ot ller dnd Pressure Vessel Inspectors and/or the state
oprovmce ut -aemployed by H.S.B.. CO.o HARTFORD, CT

have inspectod parts ol th,s boiler ruferred to as data ttems6--chrou: 18
and ,,ave exam,neD Manulctore,s’ Parha, Data Reporls for ,lems

and Sidle lhal. Io Ihe besl el my knowleOge and behel. Ihe manulaclu(ur has conslrucled Ihs Ooder m accordance wilb Ihe apphcable sec.
hens el the ASME BOILER AND PRLSSURE VESSEL CODE.
By sgnmg II,s cerhhcale nemer Ihe mspeclo no hs employer makes any war,drily, expresseO o mphed. concerning Ine boler described
in Ihs Manufacluers’ Dala Repol. Furthermore. nedher the mspeclo nor hs employer shall Oe IaOle n any manner for any personal injury or
properly damage o a loss el afly klBd arsmrom oconnecleO wlh Ibis

CERTIFICATE OF FIELD ASSEMBLY COMPLIANCE
We cerlify Ihal the field assembly conslruCl,on o1’ all parts ol this Go,let conforms with Ihe requirements of SECTION IV of Ihe ASME BOILER
AND PRESSURE VESSEL CODE.
"H" Cerlilicale of Aulhor,zal,on no. expires ,19__.
Date_. Name S,gned

CERTIFICATE OF FIELD ASSEMBLY INSPECTION
I, the undersigned, holding a valid commission issued by the National Board o| Boiler and Pressure Vessel Inspectors and/or the state
or province of and employed by

of ._have compared statements in Ibis Manufacturers’ Data
Reporl w,lh the described Ooller anO Sidle Ihal the paris relereO Io as data items not in-
cluded in the cerllflcale of shop inspection, have been nspected by me and Ihat to Ihe best of my knowledge and belief the manufacturer
and/or the assembler has constructed and assembled Ibis boiler in accordance wllh the applicable seclions of the ASME BOILER AND
PRESSURE VESSEL CODE. The described boiler was inspected and SUbleCted to a hydrostatic test of psi.
By signing tills cert,hcale neither the inspector nor his employer makes any warranty, expressed or ,mphed, concerning the boiler described
in ll,s Manufacturers’ Oala Report. Furthermore. nedher the Inspector nor his employer shall be hable in any manner for any personal Injury or
property damage or a loss o! any kind at=sing from or connected w,th this mspeclion.

Date S,gned. ___Commissions

__



t. ManufaclureO anO eerhhe,1 by SUPI’:R

D APPROVED AS NOTED
FORM H-2 MANUFAClrUI’IFRS DATA HPORT FOR’ALL TYPES OF CIjPPRO,ED

EXCEPT WATERTUBE AND THOSE MADE OF CAST IHON qEVISE & SUBMIT
AI Hequ0ed by Ihe Pov0$0o.I o! the ASME Code I1u11 KINF,T(’IN PI IIMRINP.. HFATING C

-,,
BOILER WORKS, INC. 3_.524 E. 4.’I....TH

2. Manuf&lureO Io, KINSTON PLUMBING 6 HEATING P. O. BOX 637 KINSTON,

3. Local,onol,nslallal,on HARINE CORPS BASE, BLDG. LCH-4022, CAHP LEJEUNE,
.;,,a

4. Un,|,O(R)nl,|,cal,on. FIREBOX 9991 9991
tcom,otel0,e Iwpeeoo;’ Imh ee0an CRN! laaw,ng INd* t

NC 28502-0637

NC 28542

1987

The* chem,cal an(] phys*cel prc.,perl,u, u! all paris mel Ihe requ,remenla of m41r*AI pec,1ocahu.s of thit ASM BOILER AND

VESSEL CODE. 1he Ous,gn. con.ucl,on and workmansh,p conlom to ABME CoOe. Section IV.

_ .
o,,, D %

;.,,,,(2)$A8G 7.".. -,*,

_
2. 025"

,u, No SA7# ...TH_ o,, 3’_ ,,,a.

_
l&’- G,... !

.,a, .SA85 87" FT

idea tO O) )I |leelh |uvOlJlll

I

’*""’"""’ " ""’*’’"’" ""’ 4. BUYER TUBE
.A285C 687" _._30_YS
..A28_ 312" 30_ PSI
A28C .31Z" ,30 PSI

4. 3B 14",8 L, .375" PSI ""’ )o, w-. ,,,..,,.,,.,,.,,..o., ..-,

15 NOZZles. onspe10on anO saloly valve open0ngb

HanOnoleu_._p.lo 3: x.4"
MdnllOle

-Out-let
Sa fete. V.a__I e__
Inlet
Drain

1 3
4 2

EI./.IP
AltAr.bOO

NA

CPL. WELDED
CPL. WELDED
CPL. WELDED
CPL WELDED- sAio5--?238" NA

(I

NA NA NA

SAI05 .-32 7" NA
SAI05 196" NA
SAI05 327" NA

S]IELL

,6 eo,,e,s-po,ts .I _ST_EEL SKID BAb.’ WELDED

.’ Oes,gnpressu,e 30 ,dseOon HG301 HaI,nOSu,I.e 75 SQ.FT. 5hophydro. luSt 60

16/3) Thos toem IE101) may Obt4,1,ed groin the Order Dwpl.. ASM. 345 L. 411h St.. New Yolk. N.Y. 117



FORM i1-2 (Back)

lB. Remils: MAnulaclufefs"

Iolluwl Illm= ol this rlpofl

CERTIFICATE OF SHOP COMPLIANCE

We ce,ldy thai Ihe statements m,cle in this data ,eporl a|e to.eel And Ihl| dll ddlls O dsgn, mall, consluchon, and workmanship ol

Ibis ller conlo,m tO Ihu ASME UOILEfl ANO PESSURE VESSEL CODE, CrlON IV

CERTIFICATE OF SHOP INSPECTION

eo,,e, ons,,uc,e,, bvS._UPERI OK_ __0 .I_LB__t,Q_K_.., ...IN_C a, !IUTCH !_NS_N_,_ KS
I. the u.(lefsly.e(I. ol(10,1J a valid comm,sslon nssued by Ihe National BoAid of Booler Aal Pressule Ve:,,cl hlslCtOfs aizd/ol the state

o, ,,,,,,,,:,;,,I /;n,=//.- Jl.;..J. 1.,I. CO.
O tLIT.’01D, CT l,,, ,,,:,i,,,,.,,,,I ..,,i, .i ,ll,:. .,,, ,.lo,,o Io a, AI.

and sidle Ihal. Io the besI OI my ktOwleOge and oel,el. Ine manulaCluee s conluclea th, Dodel ,n accomance wdn Ihe apphcable sec-

I,ors ol I.e ASME BOILLH ANO PHEUHE VESSEL

By sgmng Ihs cell,l,cale ne,lhe me ,nspeclo not his employer makes any .a.anly. epessea o ,mpheO. concerning the boile esct,Ded

,n Ih,s ManulacluefS" Oala Repoll Fulhemoe. nellhee Ihe mspeclo .or h,s mployer shll De I,aDle ,n anV manne fo any personal ,njuy of

ptoly damage a loss ol nyd as, trim connecl w,m Ittl ,npecl,on

CERTIFICATE OF FIELD ASSEMBLY cOMPLIANCE
We cemly I1 Ihe helO ssemDly consll’uchon ol all pails ol II)ls Doilef coloms with me fequtemenls ol ECTION IV ol Ihe AME BOILER

AND PHESSUHE VEEL CODE.
"’H’" CltlthClle OI AulhOltZallo no. expiles 19___.

Dale Name.. SgneO

CERTIFICATE OF FIELD ASSEMBLY INSPECTION
I. the umtersl.q.ed, hold.g a valid commissioel issued by the NAl,onal UoAiU o| Bolle; a.d Pressure Vessel I|lspectors re)d/or the stake

u, iovmce ol and employed by

OI halve COfltpd/ed SldlcIIIUlIIS tn Ihl MdnufdGlulelS" Dala

Repotl wdh Ihe described bider dnO Sidle Ihal Ihe pils tele.ed IO as dala ,liras not n-

eluded m Ihe celdCale ol shop ,nsclon. have en inspecl Oy me na Ihal Io Ihe besl 1 my knOwludge and belief Ihe manulaclurer

andlol Ihe asemOlet hs consliucled and assembl Ihls bollel m ccotOnce wdh Ihe apphcaDle sections OI Ihe ASME OILER AND
PRESSURE VESSEL CODE he dvsc,d bode, was in;pecled and SUbleCleO Io a hydoslallc lesl ol psi.

By sgnlng Ihs Cetldcle nedhel Ihe mspeclo; no hs employe mkes any w;,inly, e.essed or mphed. cncemmg the bider described

m Ihs Manulacluets" Dala Repo,I Furthermore. nellhe, the Inspeclo; .o his employe shall be liable in any manne, Io( ny pc,sinai iniu(y o

ptoly dirge m a loss ol any k,nd illslng I connecled wdh this inspecllOn.

Olile Sioned_ ,Commlsslorl$____.



TYP| OF INSPECTION

A - INTERNAL
EXTERNAL

I FROM

’. TO

BASE MAINT. OFFICER
.CAMP. LEJEUNE, N, C,
NAVFACF..NGCOM
’ N(OLK,

BOILER DATA

FOEltTY NO SERI-’-L "l. 6. MFG. MODEL NO.

’ 9 9_ .’-.c, z
IUILDI1 NO. l. Yb IILT 9. CAPAC,T p

WATER TTM[NT

T[ OF INSPECTION

WITH FRI[SURE TEST C TIONAL
14.

S. lOlLER INSPECTOR

FOR NO1" SSUNG CERTIFCATE

EOILER USE |. COMIUSTION CONTROl. (M[I.

COMBUSTION 20. FU[ G TEMPERATURE

// O AFTER BOILER 0
SAFE DEVICES
SAFETY VALVES

MANUFACTURER Z2. NUMBER AND SIZE 23. PSI SETTING 24 CONDiTiON

STeM PRESSURE GAUGE

d WATER L CONSTANT
RE.ON I NOT

FIRING EQUIPMENT

%.

[I VV_ I B’ o, RECTrON

RNMENT =RINTING FFICE:





rMIilI&TUII AT

FUEL

Filling [UIP)I[NT
IMIIUFACTUIIEII
pllOff(ll TT

F

eF

VdTHRACITE

DO TI,NI NOUI

MANUFACTURED.

E3 COAL*HAND FINED

UNDERFEED MULTIPLE IIITORT
MiD[lIFE[I) SINGL[ lial’ORT
PREAOER IN,lIP MAT[

SPRDR 1RRATIH WT[

)4, , I
NAW’

OTHrdl

DE.$1GN

INSTALLED

EXPORT

ELEC. POWER GENERATION
LAID UP WET

LAID UP DRy

ANIIIAITE

II/ATER TUB[

FIRE TUB[

PlOIl[I

LOI T[lil. IAT[II

OIL

COIIERCIAL I, L 4, |, l
NAVY SICIAL
OTHER

MANUFACTURED

ECIX.-HANO FIRED

LB[,qFEEO NIJLTIPLE RETORT
UND[IIFSEI |111.| RTOIIT
SPREAIR DRATE
SPRJU)EII VIDIIATING GRATE



FI1"rlN6

SAFETY VALVES

ST(AM OUTLET VALVES

BLOW. OFF VALVES

FEEDWATER VALVES

WATER COLUMN

!

FEEDWATER REGULATOR

WATER GAGES

STEAM GAGES

SOOT BLOWERS

FUSIBLE PLUGS

o..,...o? PH.

PRE$1/IIE



INSPECTION REPORT-BOILERS
Supeed NAVDOCKS 9544
S/IV 0105-LF-004-0000

TYPE OF INSPECTION

A "l INTERNAL
EXTERNAL

DATE OF INSPECTION

INTERNAL EXTERNAL
WITI PRESSURE TEST

,. F,,O,

E} MAINT. CFFICER

2. TO

BOILER DATA
3. MANUFACTURER

4. PROPERTY NO. 5. M G. 6. MFG. MODEL NO.

7, SUILDING NO. . Y U O. CAPACITY

I0. FUEL (C) I. PRESSU;E I

DESIGNED OPRATING

UNSATISFACTORY TUBE TUBE

TEST

SATISFACTORY

C,,,,F,CA;E ,ssu,o ,ES [] NO

15, BOILER INSPECTOR

BOILER USE

COMBUSTION- O % CO2 "4 EXCESS

IS. COMBUSTION CONTROL

20. FLUE GAS TEMPERATURE

FTE BO,LE c ,*,F AFTER HEAT TRAP ;F

SAFETY DEVICES
SAFETY VALVES

21. MANUFACTURER 22./NUMBER //AND SiZE 23. /’’PSISET
C 24./LCONOITION

25: MANUFACTURER

STEAM PRESSURE GAUGE
26. CORRECTIONS

WATER LEG CONSANT

27. REASON IF NOT TESTED

pl; OTH ER

FIRING EQUIPMENT

ITEM IN S ERa/ICE ALTERNATE

28. MANUFACTURER

29. TYPE

30 FUEL GRADE

31. INSPECTOR’S COMMENTS

32. ATTACHMENT(S) (Check)

COPY OF REPORT

BY DIRECTION





’iNSPECTION RFPORT-BOILER$
NAVFAC B-I iOI4/I Tt/B?)

pcred NAVDOCKS44
$/N 0105-LF-004-0000

’TYPE OF INSPECTION

INTERHAL r
EXTERNAL

I. FROM

. TO

BOILER DATA
MANUFACTURER

PROPERTY NO. S. MFG. SERIAL NO.

7. BUILDING NO. I. YR BUILT 9. CAPACITY

o. FU[ I.

12. FEED WATER TRTMENT TYPE

I WTS,
SATISFACTORY UNSATISFACTORY II U. l

psi

DATE OF INSPECTION

INTERNAL & EXTERNAL - OPERA-
WITH PRESSURE TEST C TiOP;AL

14.

CERTIFICATE ISSUED YES NG

IS. BOILER INSPECTOR

--,vY OR N?TZ--;rO

REASON FOR NOT ISSUING CERTIFICATE

I?. BOILER USE

IS. COMBUSTION

I. COMBUSTION CONTROL

20. FLUE t" TEMPERATURE

EXCESS Oz AFTER BOILER .._--A "F AFTER HEAT TRAP, ,F

SAFETY DEVICES

MANUFACTURER

25. MANUFACTURER

27. REASON IF NOT TESTED

SAFETY VALVES
22. NUMBER AND SIZE

STEAM PRESSURE GAUGE
2B. CORRECTIONS

WATER LEG C’ONSTANT

23. PSI SETTING CONDITION

psi; OTH ER. psi

FIRING EQUIPME[’4T

ITEM SERVICE ALTERNATE

30. FUEL GRADE

$1. INSPECTOR’S COMMENTS

32. ATTACHMENT| Sl

COPY OF iNSPECTOR’S REPORT

2_._L=__S__...Z::L_ ____.___ BY DIRECTION





TYPE OF INSPECTION

INTERNAL
A EXTERNAL

I. FROM

BOILER DATA. MANUFACTURER

I0. YUEL (Ch) I. PRESSURE

DIGNEO OPETING

12. FEED WATER TRTMEHT . %YPE

’ l WATER FIRE

ATE OF INSPE)N

INTERNAL & EXTERNAL OPERA-
WITH PRESSURE TEST C TIONAL

14.

C.T,.,CATE ,SSUED NO

5. JOILER INSPECTOR

--- - AtIOGXE-G
I.- RON FOR NOT ISSUING CERTIFICATE

17. BOILER USE IS. COMBUSTION CONTROL (JI,/j’." Jronl)

I,.;USTI ’--" / 20. FLUE TEMPERATURE

% CO2 CESS O1 AFTER BOILER AFTER HT TRAP F

SAFETY DEVICES
SAFETY VALVES

21. MANUFACTURER

25. MANUFACTURER
STEAM

27. REASON IF NOT TESTED

2" NUMBER AND SIZE. 23. PSI SETTING 24. CONDITION

_/-/’- ,_ /
PRESSURE GAUGE

B. CORRECTIONS

WATER LEG CONSTANT ,pmi; OTHER

FIRING EQUIPMENT
IN SERVICEITEM

2B. MANUFACTURER

TYPE

O, FUEL GRADE

ALTERNATE

31. INSPECTOR’S COMMENTS

COMMENTS

NATURE

COPY OF INSPECTOR’S REPORT

BY DIRECTION
GOVERNIVIENT PRINTING OFFICE."




